
  
PURCHASING DEPARTMENT 
1772 County Services Parkway 
Marietta, Georgia 30008-4012                                                                                                      Rick Brun 
(770) 528-8400/FAX (770) 528-1154                                                                                            DIRECTOR 
 
  

 
ADDENDUM No. 1 

 
Sealed Bid # 10-5468 

HVAC Full Service Monthly Maintenance Contract for 64 Cobb County Buildings 
 

DATE: February 1, 2010 
 
 
Page 1 of 64 
 
The following addendum hereby amends and/or modifies the Proposal Documents and 
Specifications as issued for this project.  All proposers are subject to the provisions of this Addendum. 
Proposers shall acknowledge receipt of this addendum. 
 
This Addendum consists of: 

 CPM Equipment List A, B, and C omitted from specifications 
 

Include this original form inside your proposal package when submitted. 
If you have any questions concerning this addenda please contact: John Flood @ 770-528-8418 
 
All bids must be received before 12:00 (noon) by the Bid Opening date.  Bids should be 
sent/delivered to Cobb County Purchasing Department, 1772 County Services Parkway,  
Marietta, GA  30008.  Bids will be opened at 2:00 p.m. in the Cobb County Purchasing Department, 
1772 County Services Parkway, Bid/Meeting Room, 2nd Floor, Marietta, GA  30008.   

 
I acknowledge that I have received Addendum No. 1 
 

Sealed Bid # 10-5468 
HVAC Full Service Monthly Maintenance Contract for 64 Cobb County Buildings 

 
 
 
 

_____________________________________ 
Company Name 
 
 
                   
Signature            Date Sent to Purchasing   
 
                                                                                                                                           
Please Print Name 
 

 
Please sign, date, and fax back this form ONLY to: 

Fax #: 770-528-1154 
Attn.: John Flood 

Please call 770-528-8400 for questions regarding this addendum. 



CPM EQUIPMENT LISTING -GROUP A

BUILDING:

ADDRESS:

 

Type of Service:  EMERGENCY

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE
AHU  1 TRANE TYPE M-2T S#K4D259784 42A,42B,100C

AHU  1 TRANE TYPE L-17 S#K4D259785 42A,42B,100C

AHU  1 TRANE TYPE M-12 S#K4D259786 42A,42B,100C

AHU  1 TRANE TYPE M-10 S#K4D259787 42A,42B,100C

AHU  1 TRANE TYPE L-3 S#K4D259788 42A,42B,100C

ALL CONTROLS

  

 

 

 

 

 

 

  

  

 

 

  

  

  

  

 

FILTERS 41

 

 

 

 

ANDERSON THEATER

548 S. MARIETTA PKWAY, MARIETTA
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CPM EQUIPMENT LISTING -GROUP A

BUILDING:

ADDRESS:

 

Type of Service:  EMERGENCY

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE
AHU  1 Trane Type L25 S#KD4260023 Inside 42A,42B,95

AHU  1 Trane Type LZ6 S#K4D260030 Inside 42A,42B,95

AHU  1 Trane Type L-6S#K4D260024 42A,42B,95

AHU  1 Trane Type MZ6 S#K4D260028 42A,42B,95

AHU  1 Trane Type MZ6 S#K4D260029 42A,42B,95

DUCT HEATER 1 Trane CRS4220-24.6-4NNTA3-480 100F

METASYS CONTROL 

SYSTEM  JOHNSON CONTROL METASYS 202,203,211,213

COMPUTER PRINTER  

ALL CONTROLS 100C

AHU  1 Trane Type L25 S#KD4260025 42A, 42B,95

AHU  1 Trane Type L25 S#KD4260026 42A, 42B,95

AHU 1 Trane Type L25 S#KD4260027 42A, 42B,95

 

 

 

  

  

 

 

  

  

  

  

 

FILTERS 16x25x2 8 41

16x25x2 4 41

20x25x2 8 41

16x25x2 4 41

16x25x2 4

 

  

  

  

  

548 S. MARIETTA PKWY, MARIETTA

CIVIC CENTER - HUDGINS HALL
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CPM EQUIPMENT LISTING -GROUP A

BUILDING:

ADDRESS:

 

Type of Service:  EMERGENCY

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE

PKG UNIT 1 TRANE

YCH240B3H0JB                       

711101373D OUTSIDE

PKG UNIT 1 TRANE

YCH240B3H0JB                       

711101428D OUTSIDE

PKG UNIT 1 TRANE

YCH300B380HB                         

652101735D OUTSIDE

FURNACE 1 TRANE

TWE060A300EL                      

7122RMMBB UPSTAIRS

CONDENSOR 1 TRANE

22WA3060A3000AA                 

7105YU82F OUTSIDE

  

  

  

  

  

 

FILTERS 41

 

 

 

 

 

  

  

  

  

GYMNASTIC CENTER

542 FAIRGROUNDS STREET, MARIETTA 
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CPM EQUIPMENT LISTING -GROUP A

BUILDING:

ADDRESS:

 

Type of Service:  EMERGENCY

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE

CONDENSER  CARRIER

38CKC036350

3302E08685 CONCESSIONS 20A, 20B, 100C

CONDENSER  CARRIER

38CK030340

2802E12842 CONCESSIONS 20A, 20B, 100C

FURNACE  

CARRIER WEATHERMAKER 

9200

58MXA040-F-15112

2401A10650 CONCESSIONS 35A, 35B, 100C

FURNACE  

CARRIER WEATHERMAKER 

9200

58MXA060-F-1-12

2401A10650 CONCESSIONS 35A, 35B, 100C

CONDENSER  CARRIER

50TJ-024-681QA

0802F37783 DRESSING ROOMS 20A, 20B, 100C

CONDENSER CARRIER

48TFD009-611DA

0702G20445 DRESSING ROOMS 20A, 20B, 100C

CONDENSER  CARRIER

48TFD009-611DA

0702G20446 DRESSING ROOMS 20A, 20B, 100C

CONDENSER  CARRIER

48GS-018040301

0802G21394 OFFICES 20A, 20B, 100C

 

  

GENERATOR  

TRANSFER SWITCH 1 KOHLER POWER SYSTEM

M - 20RE0ZJ-QS                         

S - 0677041 120A, 120B

 

  

  

  

  

 

FILTERS

 30% PLEATED 41

 

5239 FLOYD ROAD, MABLETON

MABLE HOUSE BARNES AMPHITHEATRE
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CPM EQUIPMENT LISTING -GROUP A

BUILDING:

ADDRESS:

 

Type of Service:  EMERGENCY

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE
BOILER  2 TRANE PBAH2B-G S#L4G7500170 BLDG 30A,30B,31A,31B

WATER HEATER  1 BT100-230 BLDG 121A,121B

CHILLER 

CENTRIFICAL  1 TRANE CVHE320 S#L97C02097 BLDG 8A,8B,85,87,88,89

PUMPS  2 BELL & GOSSET VSC 8-3/4 BF LHR BLDG 44A,44B,95

PUMP  1 5K254BC205 BLDG 44A,44B,95

PUMP 1 LINCOLN TV3012FRAME215T BLDG 51A,51B

PUMP  2 ROBR 162R117E BLDG 44A,44B,95

PUMP 5HP 1 BELL & GOSSET BLDG 44A,44B,95

PUMP 1 TYPE A-4 BLDG 44A,44B,95

PUMP 1 PREMIUM R341B BLDG 44A,44B,95

PUMP  1 PREMIUM R349B BLDG 44A,44B,95

PUMP 2 BALDOR CAT#BM3112ID#34F120883 BLDG 44A,44B,95

CHILLER ABSORBER 1 TRANE C2F-4S#5636 BLDG 17A,17B,81,84,85,87

WATER TREATMENT 2 BOILER & CLOSED LOOP BLDG 89,90

COOLING TOWER 1 MARLEY 8611MR4P BLDG 43A,42B,91

ALL CONTROLS VARIOUS BLDG 100C

EXPANSION TANK 2 CEILING 53A

PUMP 1 BELL & GOSSET 686715MR BLDG 44A,44B,95

PUMP 1 BELL & GOSSET USC 9000,BFLHR BLDG 44A,44B,95

SUMP PUMP  1 CONSOLITROL CA2580 BLDG 44A,44B,95

HOT WATER PUMP 5HP MARATHON 4VL184TTDR73878T BLDG 44A,44B,95

COLD WATER PUMP 1 B&G 680848 BLDG 44A,44B,95

CW PRIMARY 1 AURORA 344A-BF 87-07316 BLDG 44A,44B,95

CW PUMP  1 AURORA 344A-BF 97-07317 BLDG 44A,44B,95

AIR COMPRESSOR  1 DEVIEBISS RUDJ5500G S#B4302 BLDG 100A,100B

AIR DRYER  1 HANKINSON 8010 0302A-1-9307-3158N BLDG 100A,100B

HW HEATER  1 ARMSTRONG 816032-000-197 BLDG CEILING 44A,44B,95

HW HEATER 1 ARMSTRONG 816032-000-198 BLDG CEILING 44A,44B,95

HEAT EXCHANGER 1 AERCO 7311-4A BLDG

HW HEATER 100 GAL 1 AO SMITH BT100 MA97-0620212-230 BLDG 121A,121B

EXHAUST FAN 1/3HP 1 GE 5KH390N5539AT BLDG 50F,50G

GENERATOR 1 ONAN
55.KB-15R/8261 P

774838991 120A,120B

TRANSFER SWITCH 1 ONAN

FILTERS 41

POWER HOUSE BUILDING

548 S. MARIETTA PKWY, MARIETTA
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CPM EQUIPMENT LISTING - GROUP B
BUILDING:

ADDRESS:
 

Type of Service:  EMERGENCY

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE
CONDENSER  1 CARRIER 38EN036 S#N518474 OUTSIDE 20A,20B,100C
CONDENSER  1 GOODMAN CE60-1FB S#9205058260 20A,20B,100C
FAN EXHAUST  4 4M197 ATTIC 50F,50G
FAN EXHAUST  4 3N696 ROOF 50F,50G
PUMP  1 MARATHON NF254STTDR5048AAL 42A,42B,100C
PUMP 1 MARATHON 6-36-341-02 42A,42B,100C
  1 CONTINENTAL CAD 2/E S#? 35A,35B,100C

 1 CONTINENTAL CAD2/E S#110161 35A,35B,100C
 1 GOODMAN CE60-1FB 35A,35B,100C
HUMIDIFIERS  2 POOL PAC'S SWHP190HVN S#870602H 55A,100C
  SWHP140HVN S#870601H 55A,100C
HOT WATER BOILER 1 AO SMITH HW399780 S#780-J8447029 EQUIP ROOM 30A,30B,31A,31B,83

HUMIDIFIER 1 LUX PACK 60AW141GA
35A,35B,100C
55A,55B

EXHAUST FAN CENTRMASTER PW100-1UIC828208 50F,50G
CONDENSER 1 GOODMAN CE48-1FB S#9203096955 20A,20B,100C
CONDENSER 1 LENNOX HS18-513-5Y S#5191C23597 20A,20B,100C
UNIT HEATER 3 REZNOR MXLI-70-3 S#HJF31H3N2894B 36A,36B,100C
EXHAUST FAN 4 WALL 50F,50,100C
ALL CONTROLS VARIOUS BUILDING 100C
FURNACE  4 GOODMAN/CARRIER BUILDING 31A,31B,35A,35B
  1 CONTINENTAL CAD 2/E S#110162 35A,35B,100C

HOT WATER BOILER 3 COMFORT ONE
CPN0855 S#K841655
CPN0855 S#K841657 30A,30B,31A,31B,83

 30A,30B,31A,31B,83
FILTERS

SCH 25X20X2 5
CPN0855 S#K841656
30% PLEATED UNIT

30A,30B,31A,31B, 
83,41

 
 
 
 

520 FAIRGROUND STREET, MARIETTA

CENTRAL AQUATIC CTR (MONTHLY SERVICE)
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CPM EQUIPMENT LISTING - GROUP B
BUILDING:

ADDRESS:
 

Type of Service:  EMERGENCY

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE

EXHAUST FAN #1  LOREN COOK
LBX-13
 UNKNOWN 50F, 50G

EXHAUST FAN #2  LOREN COOK
18510D
 UNKNOWN 50F, 50G

HWP #1   (10-39HP)  BELL & GOSSETT   10 HP
1.5x9.58.875 BP
 2189923L99 44A, 44B, 95

HWP #2   (10-39HP)  BELL & GOSSETT   15 HP
1.5x9.58.875 BP
 2189924L99 44A, 44B, 95

HRP #1    (<10HP) UNKNOWN
DJ7P2CMR-P
 UNKNOWN 44A, 44B, 95

PUMP #1  (10-39HP)  PACO  15HP
16-50957-140101-1822
 99R6028501A 44A, 44B, 95

PUMP #2  (10-39HP)  PACO  15HP
16-50957-140101-1822
 99R602501B 44A, 44B, 95

PUMP #3  (10-39HP) PACO  15HP
16-50957-140101-1822
 99R6028501C 44A, 44B, 95

PUMP #4  (<10HP)  PACO  5HP
16-25953-13010-1682
 99R6032906A 44A, 44B, 95

PUMP #5  (<10HP)  PACO  5HP
1.62595E+11
 99R60328 44A, 44B, 95

SPLIT SYSTEM #1 DUNHAM & BUSH

C-AUDRO25B-0 /
 AHU VCS14MF12536201
C-12536101A99G /
 AHU 12S362014994 14A, 14B, 100C

UNIT HEATER DUNHAM & BUSH UNKNOWN 36A, 36B, 100C

POOL PAK DU1A POOL PAK
SWHP300-20E
 990506 55A, 100C

POOL PAK DU2A POOL PAK
SWHP300-20E
 990506 55A, 100C

WATER HEATER MAXIM
100N250A-MX
 109999224 121A, 121B

BOILER #1 TELEDYNE LARS
AP1670IN09CBPCJX
 C99J05453

30A, 30B, 31A, 
31B, 83

BOILER #2 TELEDYNE LARS
AP0500IN09C1
 C99Jo5452

30A, 30B, 31A, 
31B, 83

 2650 GORDY PARKWAY, MARIETTA

MOUNTAIN VIEW AQUATIC CTR  (MONTHLY SERVICE)
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CPM EQUIPMENT LISTING - GROUP B
BUILDING:

ADDRESS:
 

Type of Service:  EMERGENCY

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE

 2650 GORDY PARKWAY, MARIETTA

MOUNTAIN VIEW AQUATIC CTR  (MONTHLY SERVICE)

BOILER #3 RUSCIO BROTHERS
HBN2000E-00
 89916026

30A, 30B, 31A, 
31B, 83

  
FILTERS 41
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CPM EQUIPMENT LISTING - GROUP B
BUILDING:

ADDRESS:
 

Type of Service:  EMERGENCY

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE

BOILER # 1  1 RAYPAK WH1-0514             0503233622 BACK
30A, 30B, 31A, 
31B, 83

  

BOOSTER PUMP  1 EMERSON S55NXL2M-6465             A04C BACK 42A, 42B, 100C
  

POOL BOILER # 2  1 LOCHINVAR CPN1SO1        L04800H171671 PUMP ROOM
30A, 30B, 31A, 
31B, 83

 
BOILER BOOSTER 
PUMP  1 ARMSTRONG LZB1050AB                     1004 PUMP ROOM 42A, 42B, 100C
  

HUMIDIFIERS 1 POOL PAK
5WHP3005-40E-C91   
PPKO50311 OUTSIDE 55A, 100C

  
BOOSTER PUMP  1 ARMSTRONG 4380                           51Z487     PUMP ROOM 42A, 42B, 100C
 

MAIN PUMP MOTOR 1 WEG 02518ES3E284JM      B085265 PUMP ROOM 42A, 42B, 100C
 
SPRAY STATION 1 WEG 02518ES3E284JM   B085264 PUMP ROOM 42A, 42B, 100C
 
LAZY RIVER PUMP 1 WEG 010180S3EZ15JM    BM36837 PUMP ROOM 42A, 42B, 100C
 
WATER SLIDE PUMP 1 WEG 0518E53E254JM     B014644 PUMP ROOM 42A, 42B, 100C
  
CHEMICAL BOOSTER 1 PULSAR 71808             1B05C PUMP ROOM
 
POOL PAK 
CONDENSER 1 TECHNICAL SYSTEMS 10A092   03-05-077484-001-001 OUTSIDE 55A, 100C
  
PUMP ROOM SPACE 
HEATER  1 STERLING QVF-1255     B04291013000048 PUMP ROOM 36A, 36B, 100C
  

875 SIX FLAGS DRIVE, AUSTELL

SOUTH COBB AQUATIC CENTER (MONTHLY SERVICE)
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CPM EQUIPMENT LISTING - GROUP B
BUILDING:

ADDRESS:
 

Type of Service:  EMERGENCY

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE

875 SIX FLAGS DRIVE, AUSTELL

SOUTH COBB AQUATIC CENTER (MONTHLY SERVICE)

SPLIT SYSTEM # 1  1 CARRIER
LISTMD007-601      
0805G20293 OUTSIDE 14A, 14B, 100C

 

SPLIT SYSTEM # 2 1 AAOM
0805G2029360807                 
2C0503-AM6716226 OUTSIDE 14A, 14B, 100C

 

SPLIT SYSTEM # 3  1 CARRIER 48GP-024040321    0205640881 OUTSIDE 14A, 14B, 100C
 

FILTERS  41
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CPM EQUIPMENT LISTING - GROUP B
BUILDING:

ADDRESS:
 

Type of Service:  EMERGENCY

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE

WATER HEATER #1  
AMERICAN WATER HEATER
  120 GALLONS

C5T52120T
 WL2552453

36A, 36B, 31A, 
31B

BOILER #1  
TELEDYNE LARS
  500,000 BTUs

VWOU25MN20CCAKXX
 M00110562

30A, 30B, 31A, 
31B, 83

BOILER #2  
TELEDYNE LARS
  775,000 BTUs

PW0775MN20CCAKDY
 M00409488

30A, 30B, 31A, 
31B, 83

PUMP #1  ARMSTRONG
234360B-00-AB
 219783 42A, 42B, 100C

PUMP #2  BELL & GOSSETT
35T2D4G4FLAH
 L0016933 42A, 42B, 100C

PUMP #3
US FILTER (CHEMICAL FEED),
FRACTIONAL UNKNOWN 42A, 42B, 100C

PUMP #4  PACO 3HP
16209351000
 SPE11052 42A, 42B, 100C

PUMP #5  PULSAR 1HP
71808
 1D02X 42A, 42B, 100C

SPLIT SYSTEM #1 CARRIER   5 TON
38AKS014---610
 4500F43162 14A, 14B

SPLIT SYSTEM #2  CARRIER   8 TON
38CKC060620
 3900E13712 14A, 14B

POOL PAK UNIT  POOL PAK
SWHP260-25E
 901 55A, 100C

 
FILTERS 41
 
 
 
 

3675 MACLAND ROAD, POWDER SPRINGS 

WEST COBB AQUATIC CTR  (MONTHLY SERVICE)
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CPM EQUIPMENT LISTING - GROUP C
BUILDING:

ADDRESS:

Type of Service:  NORMAL

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE

CONDENSER 1 GOODMAN
CPE60-3B
 9506020091 GROUND 20A, 20B

CONDENSER 1 GOODMAN
CPKE301B
 9800475271 OUTSIDE 20A, 20B

FURNACE 1 GOODMAN
A6120
 9504040632 CEILING OF HUB 35A, 35B

FURNACE 1 GOODMAN
A3010
 9804529887 CONCESSION 35A, 35B

FILTERS
2 30% PLEATED UNIT 41

AL BISHOP COMPLEX
1082 AL BISHOP DRIVE, MARIETTA
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CPM EQUIPMENT LISTING - GROUP C
BUILDING:

ADDRESS:
 

Type of Service:  NORMAL

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE

SPLIT SYSTEM 5 TON 1 TRANE

C-TTR060D100A0
 AHU-TWE060D150A1
C-N314356FF
 AHU-N355K0B1V 14A, 14B

UNIT HEATER  2 AITKEN AUH524TAB UPSTAIRS 36A, 36B
 

  
  
 
  
  
  
  
  
  
 
FILTERS

 PLEATED UNIT 41
 
 
 
 

  
  
  
  

2050 KENNESAW DUE WEST RD, KENNESAW

BIG SHANTY PARK HUB
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CPM EQUIPMENT LISTING - GROUP C
BUILDING:

ADDRESS:
 

Type of Service:  NORMAL

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE

CONDENSER  CARRIER
38EH036300
U454586 HOUSE 20A, 20B

 
 
 
 
 
 
 
 
  
  
 
 
  
  
  
  
 
FILTERS

 30% PLEATED 41
 
 
 
 

  
  
  
  

CATO PROPERTY
5286 AUSTELL ROAD, AUSTELL
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CPM EQUIPMENT LISTING - GROUP C
BUILDING:

ADDRESS:
 

Type of Service:  NORMAL

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE

CONDENSER  1 TRANE
2TTA0042A4000AA                   
416174A3F OUTSIDE 20A, 20B

  

FURNACE  1 TRANE
TWG046A14081                        
4123L686V UPSTAIRS 35A, 35B

  
AIR HANDLER  35A, 35B
 
  
  
 
 
 
 
 
 
 
 
  
  
 
 
  
  
  
  
 
FILTERS 30% PLEATED 41

 

4905 AUSTELL-POWDER SPRINGS RD., AUSTELL

CLARKDALE PARK CONCESSIONS HUB



CPM EQUIPMENT LISTING - GROUP C
BUILDING:

ADDRESS:
 

Type of Service:  NORMAL

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE
AIR HANDLERS  4 LENNOX CB18-65-3P S#5192K69183 35A,35B

 S#5192K61114 35A,35B
 S#5192K69166 35A,35B
 S#5192K61107 35A,35B

CONDENSER 4 LENNOX HP-18-652Y-7Y S#5191G09848 20A,20B
 S#5191J03604 20A,20B
  S#5191G09850 20A,20B

  2A6C0060A300A S#5455PF12F 20A,20B
 
  
  
 
 
 
 
 
 
 
 
FILTERS

 4 30% PLEATED 41
 
 
 
 

  
  
  
  

COBBLESTONE GOLF COURSE
4200 NANCE ROAD, ACWORTH
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CPM EQUIPMENT LISTING - GROUP C
BUILDING:

ADDRESS:
 

Type of Service:  NORMAL

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE

HEATPUMP, PKG. 
UNIT - PROPANE FUEL 3 TON 1 GOODMAN

CPH060XXX10XXXAA
0802039364 GROUND 14A,14B

WATER HEATER 
ELECTRIC  1 BRADFORD WHITE

MI80-27-3SF
1A051388 MECHANICAL RM 121A,121B

 
 

  
 
 
 
 
 
 
 
 
  
  
 
 
  
  
  
  
 
FILTERS

20X16X2 30% PLEATED UNIT 41
 
 
 
 

  
  
  
  

FAIR OAKS TENNIS CENTER
1460 WEST BOOTH ROAD EXT., MARIETTA
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CPM EQUIPMENT LISTING - GROUP C
BUILDING:

ADDRESS:
 

Type of Service:  NORMAL

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE

RTU-1  ICP COMMERCIAL
PGF060H100B
 L002532043 ROOF 14A, 14B

RTU-2  ICP COMMERCIAL
PGF060H100B
 L002532038 ROOF 14A, 14B

RTU-3  ICP COMMERCIAL
PGF060H100B
 L002532041 ROOF 14A, 14B

RTU-4  ICP COMMERCIAL
PGD120H240A
 L002727385 ROOF 14A, 14B

RTU-5  ICP COMMERCIAL
PGD120H240A
 L002270720 ROOF 14A, 14B

RTU-6 ICP COMMERCIAL
PGD120H240A
 L002727400 ROOF 14A, 14B

RTU-7  ICP COMMERCIAL
PGD120H240A
 L002727401 ROOF 14A, 14B

  
 
  
  
 
FILTERS

 30% PLEATED 41
 
 
 
 

  
  
  
  

1465 WEST BOOTH ROAD EXT., MARIETTA

FAIR OAKS RECREATION CTR
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CPM EQUIPMENT LISTING - GROUP C
BUILDING:

ADDRESS:
 

Type of Service:  NORMAL

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE

SPLIT SYSTEM  1 BRYANT
GUPI100-4                                
9207024892 INSIDE HALLWAY 14A, 14B

CONDENSER  1 BRYANT
561CJ030-8                              
1296E16509 OUTSIDE 20A, 20B

SPLIT SYSTEM  1 RUUD
CK5BXA030000AAAA              
2697X27409 INSIDE HALLWAY 14A, 14B

CONDENSER  1 DUCANNE
AC1B24                                  
2952480137 OUTSIDE 20A, 20B

SPLIT SYSTEM  1 LENNOX
C2346FC-1                              
6095D16225

INSIDE 
APARTMENT 14A, 14B

CONDENSER 1 ARCOAIRE
ADO42G                                  
H882424328 OUTSIDE 20A, 20B

FURNACE  1 DUCANE
MPGAO7583                           
6681610135 BACK BEDROOM 35A, 35B

CONDENSER  1 DUCANE
AC10B24                                   
2952480137 OUTSIDE 20A, 20B

FURNACE 1 TRANE
TXC036C4HP81                        
N24525W5G BEDROOM 35A, 35B

SPLIT SYSTEM  1 GOODMAN
CK30-IT                                   
9707058171 OUTSIDE 14A, 14B

FURNACE  1 GOODMAN
CKJ30-1B                                  
9508058054 OUTSIDE 35A, 35B

 
 
 
FILTERS 30% PLEATED 41
 
 
 

FELLTON PROPERTY
219 JOHNSON FERRY ROAD, MARIETTA



CPM EQUIPMENT LISTING - GROUP C
BUILDING:

ADDRESS:
 

Type of Service:  NORMAL

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE
FURNACE  1 28H1060020 S#1989H00695 LOBBY 35A,35B
CONDENSER  1 38TG060610 S#3889E26681 20A,20B
KITCHEN FURNACE  1 28H1060020 S#1989H00694 KITCHEN 35A,35B
CONDENSER  1 38TG060610 S#3889F26672 20A,20B
FURNACE 1 40FS200300 S#1989H00694 TRAINING ROOM 35A, 35B
CONDENSER  1 38TG060610 S#3889E266629 20A,20B
ALL CONTROLS  100C
 
  
RTU's 4 CARRIER 28HQ 14A, 14B
 
  
  
 
 
  
  
  
  
 
FILTERS

 3 30% PLEATED 41
 
 
 
 

  
  
  
  

FULLERS RECREATION CENTER
3499 ROBINSON ROAD, MARIETTA

g:/users/common/cpm Page No:  11    



CPM EQUIPMENT LISTING - GROUP C
BUILDING:

ADDRESS:
 

Type of Service:  NORMAL

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE

CONDENSER  RHEEM
55B024C100A2
403K8ABF CONCESSION #1 20A, 20B

CONDENSER  RHEEM
TTB036C100A2
R4103RFBF CONCESSION #2 20A, 20B

AIR HANDLER  35A, 35B
AIR HANDLER 35A, 35B
 
  
  
  
  
 
FILTERS

 30% PLEATED 41
 
 
 
 

  
  
  
  

HARRISON PARK CONCESSIONS
2653 SHALLOWFROD ROAD, MARIETTA

g:/users/common/cpm Page No:  12    



CPM EQUIPMENT LISTING - GROUP C
BUILDING:

ADDRESS:
 

Type of Service:  NORMAL

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE

FURNACE *TWIN  2 RHEEM

M: AUD120C96OK
S: 4403TDG1G
S: 444NWY1G

MECHANICAL 
ROOM 35A,35B

CONDENSER  1 RHEEM
M:RAWB-100-BAS
S: 3399G4788-2841 OUTSIDE 20A,20B

HOT WATER HEATER
125 GAL. 
399K BTU 1 A.0.SMITH P.V.T. INDUSTRIES

M:40P125AG 
S:78967487

MECHANICAL 
ROOM 121A,121B

ALL CONTROLS  100C
  
 
 
 
 
 
 
 
 
  
  
 
 
  
  
 
FILTERS

16X25X1 2 30% PLEATED MECHANICAL RM 41
 
 
 
 

  
  
  
  

2650 SHALLOWFORD ROAD

HARRISON PARK TENNIS CENTER

g:/users/common/cpm Page No:  13    



CPM EQUIPMENT LISTING - GROUP C
BUILDING:

ADDRESS:

Type of Service:  NORMAL

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE

CONDENSER  RHEEM
RPKA-018JAZ
5343M379712758 CONCESSIONS 20A, 20B

AIR HANDLER  35A, 35B
 

  
  
 
 
  
  
  
  
 
FILTERS

 30% PLEATED 41
 
 
 
 

  
  
  
  

990 HURT ROAD, MARIETTA

HURT ROAD PARK CONCESSIONS

g:/users/common/cpm Page No:  14    



CPM EQUIPMENT LISTING - GROUP C
BUILDING:

ADDRESS:
 

Type of Service:  NORMAL

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE

SPLIT SYSTEM  1 LENNOX
G23Q4/5-100-6                        
5800K22195 BASEMENT 14A, 14B

FURNACE  1 LENNOX
G23Q4/5-100-6                        
5800K22203 BASEMENT 35A, 35B

CONDENSER  1 LENNOX
AC13-060-230-04                     
5808G03991 OUTSIDE 20A, 20B

  
  
 
  
  
 
  
  
 
 
FILTERS 30% PLEATED 41
 
 
 
 
 
  
  
 
 
  
  
  

HYDE CARETAKER BLDG
726 HYDE ROAD, MARIETTA



CPM EQUIPMENT LISTING - GROUP C
BUILDING:

ADDRESS:
 

Type of Service:  NORMAL

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE

FURNACE  1 TRANE
TWE060D150BO                      
5274RN91V INSIDE 35A, 35B

CONDENSER  1 TRANE
2TTB0048A/000AA                   
34044WH3F OUTSIDE 20A, 20B

  
  
HEAT PUMP  1 MITSUBISHI MSZ-AI7NA RESTROOM BLDG 14A, 14B
CONDENSER 1 MITSUBISHI MUZ-AI7NA RESTROOM BLDG 20A, 20B
  
FURNACE  1 CARRIER 58MVB040-14 INSIDE 35A, 35B
CONDENSER 1 CARRIER CSPHP24 OUTSIDE 20A, 20B
  
  
 
FILTERS 30% PLEATED 41
 
 
 
 
 
 
  
  
 
 
  
  
  
  

HYDE WELCOME CENTER
721 HYDE ROAD, MARIETTA



CPM EQUIPMENT LISTING - GROUP C
BUILDING:

ADDRESS:
 

Type of Service:  NORMAL

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE

CONDENSER  1 TRANE TTB036C1100A2   21614062BF
OUTSIDE 
BASEMENT 20A, 20B

 
FURNACE  1 TRANE TUD080C936K4    44526021G BASEMENT 35A, 35B

 
  
 
  
  
 
  
  
 
 
FILTERS 30% PLEATED 41
 
 
 
 
 
  
  
 
 
  
  
  
  
 

 
 
 
 
 

2661 JOHNSON FERRY ROAD, MARIETTA

 JEAN & ELWOOD WRIGHT ENVIRONMENTAL EDUCATION CENTER

g:/users/common/cpm Page No:  19    



CPM EQUIPMENT LISTING - GROUP C
BUILDING:

ADDRESS:
 

Type of Service:  NORMAL

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE

PKG UNIT  1 AMERICAN STANDARDS
YCH300B4LOHB                     
531100417D BLDG A 14A,14B

PKG UNIT  1 AMERICAN STANDARDS
YCH300B3L0HB
 543101058D BLDG B 14A,14B

ALL CONTROLS  100C
 

CONDENSER  1 LENNOX
H5183117P
 5191F08077

RANGERS 
BUILDING 
NORTHSIDE 20A, 20B

FURNACE 1 LENNOX
GS18Q3759
 6598349114

RANGERS 
BUILDING ATTIC 35A, 35B

HEAT PUMP  1 RHEEM CAN'T READ TAG

RANGERS 
BUILDING 
SOUTHSIDE 14A, 14B

  
 
 
FILTERS

1 30% PLEATED 41
1 30% PLEATED 41

 
 
 

  
  
  
  

JIM R. MILLER PARK
2245 CALLAWAY ROAD, MARIETTA
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CPM EQUIPMENT LISTING - GROUP C
BUILDING:

ADDRESS:
 

Type of Service:  NORMAL

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE

PKG UNIT  1 SEABREEZE
YSC090A4EMA1V00000000000
0                            506101279L GROUND 14A,14B

HOT WATER HEATER  1 RUDD RCP.40 RUCP1083A06153 MECHANICAL RM 121A, 121B
 

 
 
 
 
 
 
 
 
  
  
 
 
  
  
  
  
 
FILTERS

16X20X2 30% PLEATED GROUND 41
 
 
 
 

  
  
  
  

KENNWORTH TENNIS CENTER
4100 HWY 92, ACWORTH

g:/users/common/cpm Page No:  22    



CPM EQUIPMENT LISTING - GROUP C
BUILDING:

ADDRESS:
 

Type of Service:  NORMAL

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE

CONDENSER  RUDD
UPKA-024JAZ
5886M099816159 FOOTBALL FIELD 20A, 20B

AIR HANDLER  35A, 35B
 

 
 
 
 
 
 
 
 
  
  
 
 
  
  
  
  
 
FILTERS

 30% PLEATED 41
 
 
 
 

  
  
  
  

4845 DALLAS HIGHWAY, POWDER SPRINGS

LOST MOUNTAIN PARK PRESS BOX

g:/users/common/cpm Page No:  23    



CPM EQUIPMENT LISTING - GROUP C
BUILDING:

ADDRESS: 4845 DALLAS HWY, POWDER SPRINGS

Type of Service:  NORMAL

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE
CONCESSION
SPLIT SYSTEM
(CONDENSER & 
FURNACE) 1 TRANE TUD100C960A0 S#G08530224 GROUND 14A, 14B

UPSTAIRS HUB
SPLIT SYSTEM
(CONDENSER & 
FURNACE) 1 CARRIER 40QB060310 S#1288A20714 GROUND 14A, 14B
ALL CONTROLS

FILTERS 1 30% PLEATED UNIT 41
1 30% PLEATED UNIT 41

LOST MOUNTAIN PARK UPPER HUB

g:/users/common/hvac/Equipment list C.xls Page No:  24    



CPM EQUIPMENT LISTING - GROUP C
BUILDING:

ADDRESS:
 

Type of Service:  NORMAL

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE

SPLIT SYSTEM 5 TON TRANE

C-TTR060D100A0
 AHU-TWE060D150B0
C-P244YHMFF
 AHU-P235WTD1V 14A, 14B

RADIATION UNIT  AITKEN AUH 524TAB 36A, 36B
 

  
  
 
  
  
  
  
 
FILTERS

 30% PLEATED 41
 
 
 
 

  
  
  
  

 4845 DALLAS HWY, POWDER SPRINGS

LOST MOUNTAIN PARK LOWER HUB
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CPM EQUIPMENT LISTING - GROUP C
BUILDING:

ADDRESS:
 

Type of Service:  NORMAL

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE

CONDENSER  1 AMERISAR
2A7B0042A1000AA                  
425S8CW3F GROUND 20A, 20B

FURNACE  1 RUDD
4GUD115C
 AN5D10771837329 ABOVE CEILING 35A, 35B

SPACE HEATER  REZOR
XL170-3
 AID3  1G4NA70 WAREHOUSE 36A, 36B

  
  
  
  
 
FILTERS
#1 20x25x1 30% PLEATED UNIT 41

 
 
 
 

  
  
  
  

4845 DALLAS HIGHWAY, POWDER SPRINGS 

LOST MTN PARK WESTERN DIST OFC
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CPM EQUIPMENT LISTING - GROUP C
BUILDING:

ADDRESS:
 

Type of Service:  NORMAL

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE

PACKAGE UNIT  1 CARRIER    5 TON
50TJQ007611
 2000G24697 14A, 14B

  
  
  
  
 
 
  
  
  
  
 
FILTERS

 30% PLEATED 41
 
 
 
 

  
  
  
  

 4845 DALLAS HIGHWAY, POWDER SPRINGS

LOST MOUNTAIN TENNIS CENTER
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CPM EQUIPMENT LISTING - GROUP C
BUILDING:

ADDRESS:
 

Type of Service:  NORMAL

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE

SPLIT SYSTEM #1 5 TON TRANE

C-UNKNOWN
 AHU-TUD100C96045
C-NY0455PFF
 AHU-N395JCX16 14A, 14B

SPLIT SYSTEM #2 4 TON TRANE

C-TTA048C300A1
 AHU-TUD080C948H4
C-N3853K8BF
 AHU-N404YJT26 14A, 14B

SPLIT SYSTEM #3 5 TON TRANE

C-UNKNOWN
 AHU-TUD100C96045
C-N404544FF
 AHU-N395JD416 14A, 14B

SPLIT SYSTEM #4 5 TON TRANE

C-TTA060D300A0
 AHU-TUD100C96045
C-N404RU8FF
 AHU-N395Jff16 14A, 14B

SPLIT SYSTEM #5 5 TON TRANE

C-UNKNOWN
 AHU-TUD100C96045
C-N4045YHFF
 AHU-N395J6C16 14A, 14B

WATER HEATER 40 GAL A.O. SMITH
FSG40 242
 ML98-0047980-242 121A, 121B

  
  
 
  
  
 
FILTERS

 30% PLEATED 41
 
 
 
 

  

 5239 FLOYD ROAD, MABLETON

MABLE HOUSE CULTURAL CENTER
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CPM EQUIPMENT LISTING - GROUP C
BUILDING:

ADDRESS:
 

Type of Service:  NORMAL

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE
A/C UNIT  1 BRYANT 565BJ042 20A,20B
FURNACE  1 TRANE 120A960A 35A,35B

 
 
 
 
 
 
 
 
 
  
  
 
 
  
  
  
  
 
FILTERS

 30% PLEATED UNIT 41
 
 
 
 

  
  
  
  

MABLE HOUSE HISTORIC HOME
5239 FLOYD ROAD, MABLETON
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CPM EQUIPMENT LISTING - GROUP C
BUILDING:

ADDRESS:
 

Type of Service:  NORMAL

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE

CONDENSER  TRANE
TTB042D100A0
R333UH4BF ROOF 14A, 14B

FURNACE  RUDD
UGOA100EGH
CN3D102M228485 CONCESSIONS 35A, 35B

 
 
 
 
 
 
  
  
 
 
  
  
  
  
 
FILTERS

 30% PLEATED 41
 
 
 
 

  
  
  
  

MILFORD PARK CONCESSIONS
HICKS & POWDER SPRINGS RD, MARIETTA
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CPM EQUIPMENT LISTING - GROUP C
BUILDING:

ADDRESS:
 

Type of Service:  NORMAL

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE

FURNACE  1 CARRIER
58G5-125-161LA
 3490A0576 FRONT MECH RM 35A, 35B

FURNACE  1 CARRIER
58G5-100-161LA
 C790A10057 FRONT MECH RM 35A, 35B

FURNACE  1 CARRIER
58GA-100-161GA
 3490A10578 REAR MECH RM 35A, 35B

FURNACE  1 CARRIER
558GA-100-161GA
 3490A10578 REAR MECH RM 35A, 35B

CONDENSER  1 CARRIER
38TG060510
 4690E06459 FRONT GROUND 20A, 20B

CONDENSER 1 ARMSTRONG
5B605A-1
 A16836BNA FRONT GROUND 20A, 20B

CONDENSER  1 CARRIER
38TG060510
 4690E6489 REAR GROUND 20A, 20B

CONDENSER  1 CARRIER
38TG036500
 4389E44338 REAR GROUND 20A, 20B

WATER HEATER 1 AO SMITH
EE540913
 MA91-002 1639-9 13 FRONT MECH RM 121A, 121B

FILTERS
#1 20x20x1 1 30% PLEATED FRONT MECH RM 41
#2 16x25x1 1 30% PLEATED FRONT MECH RM 41
#3 20x20x1 1 30% PLEATED REAR MECH RM 41
#4 16x20x1 1 30% PLEATED REAR MECH RM 41

 
  
  
  
  

3400 SANDY PLAINS ROAD, MARIETTA

MOUNTAIN VIEW COMMUNITY CENTER
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CPM EQUIPMENT LISTING - GROUP C
BUILDING: MUD CREEK SOCCER COMPLEX CONCESSIONS
ADDRESS:

 
Type of Service:  NORMAL

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE

SPLIT SYSTEM 3 TON 1 CARRIER
24ABR360A330                        
1707E14380

CONCESSIONS 
BLDG 14A, 14B

  
  

FURNACE  1 CARRIER
FC4DNF060                              
1507A84481

CONCESSIONS 
BLDG 35A, 35B

  
 
  
  
 
  
  
FILTERS 30% PLEATED 41
 
 
 
 
 
 
 
  
  
 
 
  
  
  
  
 

 
 
 
 

5600 ERNEST BARRETT PARKWAY, MARIETTA
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CPM EQUIPMENT LISTING - GROUP C
BUILDING:

ADDRESS:
 

Type of Service:  NORMAL

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE

SPLIT SYSTEM 1.5 TON 1 CARRIER
ATJ018A100A0
 E10290337 14A, 14B

AIR HANDLER  35A, 35B
  
  
  
 
  
 
 
  
  
  
  
 
FILTERS

 30% PLEATED 41
 
 
 
 

  
  
  
  

3630 OAKDALE ROAD, MABLETON

NICKAJACK PARK CONCESSIONS
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CPM EQUIPMENT LISTING - GROUP C
BUILDING:

ADDRESS:
 

Type of Service:  NORMAL

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE
FURNACE *PROPANE 
*FUEL  1 CARRIER

M:58PAV075-JO
5:4593A15787 BASEMENT 35A,35B

CONDENSER  1 RHEEM
2A7133036A1000A  
S#61756RM3F OUTSIDE 20A,20B

ELECTRIC WALL 
HEATER  1 ROOM CONF. 36A,36B
TEMPERATURE CTRL  100C
  

 
 
 
 
 
 
  
  
  
 
FILTERS
FURNACE 20X25X1 1 BASEMENT 41

 
 
 
 

  
  
  
  

489 HAWKINS STORE ROAD, MARIETTA

NOONDAY CREEK PARK EASTERN DIST OFC
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CPM EQUIPMENT LISTING - GROUP C
BUILDING:

ADDRESS:
 

Type of Service:  NORMAL

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE

HEAT PUMP  1 CARRIER
38B006320
 4981G32191 REAR OUTSIDE 14A, 14B

HEAT PUMP  1 CARRIER
38B0006320
 5081G32741 REAR OUTSIDE 14A, 14B

AHU  1 CARRIER
5081G32742
 40FS220310

MECHANICAL 
ROOM 42A, 42B

AHU  1 CARRIER
40FS220310
 4681H00084

MECHANICAL 
ROOM 42A, 42B

HEAT STRIPS FOR
ABOVE AHU'S  1 CARRIER 40F0920080 TOP OF AHU 100F

 HEAT STRIPS 1 CARRIER
40F0920080
 2381H0092 TOP OF AHU 100F

  
  
 
  
  
 
  
  
  
 
FILTERS

 30% PLEATED 41
 
 
 
 

  
  
  
  

 3100 JAYCEE DRIVE, MARIETTA

NORTH EAST COBB COMMUNITY CTR
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CPM EQUIPMENT LISTING - GROUP C
BUILDING:

ADDRESS:
 

Type of Service:  NORMAL

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE
CONDENSER  1 JANITORAL CE-60-186110205 OUTSIDE 20A, 20B

FURNACE  1 ARMSTRONG
E9BGDSDL12-2A
 8493A02533 CLOSET 35A, 35B

CONDENSER  1 RHEEM
2A7B0060A1000A  
S#5454Y8R3F OUTSIDE 20A, 20B

CONDENSER  1 RHEEM
AUD140C960K
 5523RPYG OUTSIDE 20A, 20B

CONDENSER  1 ARMSTRONG
SB36SA3
 A11533FNA OUTSIDE 20A, 20B

FURNACE 1 BRYANT
3946AD060150
 0187A06075 CLOSET 35A, 35B

FURNACE  1 RHEEM
RGDAO7SC-ER
 M0489-3120 35A, 35B

FURNACE  1
CUE120-5
 870500231 35A, 35B

FURNACE 1 BRYANT 394 35A, 35B

HEATER  1 REZNOR
XL200
 ADE3186N416

CEILING IN 
WAREHOUSE 36A, 36B

HEATER  1 REZNOR
XL200
 ADE3186420

CEILING IN 
WAREHOUSE 36A, 36B

  
 
FILTERS 30% PLEATED 41

 
 
 
 
 

  
  
  
  

OPERATIONS & SERVICES BLDG
1792 COUNTY SERVICES PARKWAY, MARIETTA
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CPM EQUIPMENT LISTING - GROUP C
BUILDING:

ADDRESS:
 

Type of Service:  NORMAL

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE

CONDENSER 3.5 TON 1 CARRIER
25HBB342A003                       
4409E0441 CONCESSIONS 20A, 20B

AIR HANDLER CARRIER
FY4ANF042                             
1209A82401 CONCESSIONS 35A, 35B

 
 

 
 
 
  
  
 
 
  
  
  
  
 
FILTERS

 30% PLEATED 41
 
 
 
 

  
  
  
  

OREGON PARK CONCESSIONS
145 OLD HAMILTON ROAD, MARIETTA
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CPM EQUIPMENT LISTING - GROUP C
BUILDING:

ADDRESS:
 

Type of Service:  NORMAL

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE
FURNACE #1  1 CARRIER FPBB100  S# 18558202515 ATTIC 35A, 35B

CONDENSER  1 CARRIER
C;483EB 
 8909500113 GROUND 20A, 20B

FURNACE  1 FPBB075  S# 1861890527 ATTIC 35A, 35B

CONDENSER  1 CARRIER
3BE030500
 02397B6 GROUND 20A, 20B

FURNACE  1 CARRIER FPBB075  S# 1866150529 ATTIC 35A, 35B

CONDENSER 1 CARRIER
38CB060400 
 X117632 GROUND 20A, 20B

FURNACE  1 CARRIER
585G060361
 73907N01 ATTIC 35A, 35B

CONDENSER  1 CARRIER
38CB036500 
 0243694 GROUND 20A, 20B

 
  
  
  
  
  
  
 
FILTERS
#1 14x20x1 30% PLEATED ATTIC 41
#2 14x20x1 30% PLEATED ATTIC 41
#3 14x20x1 30% PLEATED ATTIC 41
#4 14x20x1 30% PLEATED ATTIC 41

 
  
  
  
  

PARKS ADMINISTRATION
1792 COUNTY SERVICES PARKWAY, MARIETTA
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CPM EQUIPMENT LISTING - GROUP C
BUILDING:

ADDRESS:
 

Type of Service:  NORMAL

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE

SPLIT SYSTEM 2.5 TON 1 CARRIER
CPKE 30-1B
 9702018843 14A, 14B

AIR HANDLER  35A, 35B
  
  
  
 
  
  
 
  
  
  
  
 
FILTERS

 30% PLEATED 41
 
 
 
 

  
  
  
  

550 FAIRGROUND STREET, MARIETTA

PERRY PARHAM PARK CONCESSIONS
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CPM EQUIPMENT LISTING - GROUP C
BUILDING:

ADDRESS:
 

Type of Service:  NORMAL

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE

CONDENSER  LENNOX
10ACB24-9P
 5898H05366 OUTSIDE 20A, 20B

FURNACE  ELITE LENNOX
CB29M21/261P
 5898C18995

INSIDE MAINT. 
AREA FOR 
CONCESSIONS 
BUILDING 35A, 35B

  
  
  
 
  
  
 
FILTERS  30% PLEATED 41
  
 
 
 
 
 
 
 
 
  
  
 
 
  
  
  
  
 

 
 

3899 BROWNSVILLE RD., POWDER SPRINGS 

POWDER SPRINGS PARK CONCESSIONS
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CPM EQUIPMENT LISTING - GROUP C
BUILDING:

ADDRESS:
 

Type of Service:  NORMAL

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE

FURNACE 1A  1 AMERICAN STANDARD
TUP120B8960A0
 E08676881

MECHANICAL 
ROOM 35A, 35B

FURNACE 1B  1 AMERICAN STANDARD
TUP120B8960A0
 E08676883

MECHANICAL 
ROOM 35A, 35B

FURNACE 2 5 TON 1 CARRIER
TYPE: 58GP
 CAN NOT READ NUMBERS

MECHANICAL 
ROOM 35A, 35B

FURNACE 3  1 CARRIER
58GP100
 U3A19228

MECHANICAL 
ROOM 35A, 35B

CONDENSER #1  1 CARRIER
38BA009550
 2383G72445 OUTSIDE 20A, 20B

CONDENSER #2 1 CARRIER
38CB060400
 R220843 OUTSIDE 20A, 20B

CONDENSER #3  1
TTA090A300A
 61752AUAD OUTSIDE 20A, 20B

UNIT HEATER  2 REZNOR

XL140-3
AIH31H3N797
XL200-3
AHC31B6V026 WAREHOUSE 36A, 36B

AHU 1 1 CARRIER
007-B611GC                                
3306U20228                                 

MECHANICAL 
ROOM 35A, 35B

DUCT FURNACE 1 STERLING
OVS1255M                              
LO6691630001001

MECHANICAL 
ROOM 100F

AHU 2  1 CARRIER
007-B611GC                                
3306U20229                                 

MECHANICAL 
ROOM 35A, 35B

DUCT FURNACE 1 STERLING
OVS1255M                              
LO6691630001002

MECHANICAL 
ROOM 100F

AHU 3  1 CARRIER
39LA12NA-BE-AGN                  
4806V30497

MECHANICAL 
ROOM 35A, 35B

DUCT FURNACE 1 STERLING
QVS3505M                              
L06691630002001

MECHANICAL 
ROOM 100F

AHU 4 1 CARRIER
39LA12NA-AGN-B9                  
4806U30498

MECHANICAL 
ROOM 35A, 35B

DUCT FURNACE 1 STERLING
QVS3505M                              
L06691630002002

MECHANICAL 
ROOM 100F

 3820 MACEDONIA ROAD, POWDER SPRINGS

RON ANDERSON RECREATION CENTER
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CPM EQUIPMENT LISTING - GROUP C
BUILDING:

ADDRESS:
 

Type of Service:  NORMAL

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE

 3820 MACEDONIA ROAD, POWDER SPRINGS

RON ANDERSON RECREATION CENTER

AHU 5 1 CARRIER
CNRHP6024ACA AAAA           
34DRX31350

MECHANICAL 
ROOM 35A, 35B

AHU 6 1 CARRIER
CNRHP3617ACA AAAA            
3706X31472

MECHANICAL 
ROOM 35A, 35B

SPLIT SYSTEM 1 CARRIER
38AK5024---521                        
0507G30065 OUTSIDE 14A, 14B

SPLIT SYSTEM  1 CARRIER
38AK5024---521                        
0507G30067 OUTSIDE 14A, 14B

SPLIT SYSTEM  1 CARRIER
24ABR360H530                        
0507E02378 OUTSIDE 14A, 14B

SPLIT SYSTEM 1 CARRIER
24ABR336AS10                       
0607E03678 OUTSIDE 14A, 14B

SPLIT SYSTEM 1 CARRIER
38AR2007---501                        
0207G10086 OUTSIDE 14A, 14B

SPLIT SYSTEM  1 CARRIER
38AR2007---501                        
3606G30166 OUTSIDE 14A, 14B

  
  
  
 
FILTERS

FURNACE 1A 20x25x1 30% PLEATED
MECHANICAL 
ROOM 41

FURNACE 1B 20x25x1 30% PLEATED
MECHANICAL 
ROOM 41

FURNACE 2 16x25x1 30% PLEATED
MECHANICAL 
ROOM 41

FURNACE 3 16x25x1 30% PLEATED
MECHANICAL 
ROOM 41
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CPM EQUIPMENT LISTING - GROUP C
BUILDING:

ADDRESS:
 

Type of Service:  NORMAL

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE
CONDENSER  1 TRANE TTB03C100A1    P155PJLBF OUTSIDE 20A, 20B
  
CONDENSER  1 CARRIER 38YC030300     4989E10008 OUTSIDE 20A, 20B
  
FURNACE  1 CARRIER 40A0030340FH    4989A09168 DOWNSTAIRS 35A, 35B
 
FURNACE  1 CARRIER 40A0024340DF    4489A08725 ATTIC 35A, 35B
  
 
  
  
 
 
FILTERS 30% PLEATED 41
 
 
 
 
 
  
  
 
 
  
  
  
  
 

 
 
 
 
 

  

2055 LOWER ROSWELL ROAD, MARIETTA

SEWELL PARK CONCESSIONS  HUB
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CPM EQUIPMENT LISTING - GROUP C
BUILDING:

ADDRESS:
 

Type of Service:  NORMAL

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE

CONDENSER  LENNOX
OAD16-65-1
8398L00452 ROOF 14A, 14B

AIR HANDLER  35A, 35B
 

  
  
 
FILTERS

 30% PLEATED 41
 
 
 
 

  
  
  
  

SILVER COMET DEPOT
4342 FLOYD ROAD, AUSTELL
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CPM EQUIPMENT LISTING - GROUP C
BUILDING:

ADDRESS:
 

Type of Service:  NORMAL

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE

GAS PACK 3 TON 3 YORK
DICGO48NO820A
 NMTM415474 GROUND STAND 14A, 14B

  NMM415971 GROUND STAND 14A, 14B

  NGTHN082764 GROUND STAND 14A, 14B

HOT WATER HEATER 90 GAL 1 MO80FLO
ER42D8511
 817336

MECHANICAL 
ROOM 121A, 121B

  
 
  
  
  
  
 
FILTERS
UNIT #1 20x25x1 30% PLEATED GROUND 41
UNIT #2 20x25x1 30% PLEATED GROUND 41
UNIT #3 20x25x1 30% PLEATED GROUND 41

 
 

  
  
  
  

 620 LIONS DRIVE, MABLETON

SOUTH COBB COMMUNITY CTR
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CPM EQUIPMENT LISTING - GROUP C
BUILDING:

ADDRESS:
 

Type of Service:  NORMAL

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE

RTU-1 COMFORTMAKER
PGD090H200A
 L990697448 ROOF 14A, 14B

RTU-2 COMFORTMAKER
PGD090H200A
 L982585812 ROOF 14A, 14B

RTU-3 COMFORTMAKER
PGB060G1HC
 L922050547 ROOF 14A, 14B

RTU-4  COMFORTMAKER
PGB048d1HC
 L991577990 ROOF 14A, 14B

RTU-5  COMFORTMAKER
PGd120H240A
 L990562293 ROOF TOP LEVEL 14A, 14B

RTU-6 COMFORTMAKER
PGd120H240A
 L990562297 ROOF TOP LEVEL 14A, 14B

RTU-7  COMFORTMAKER
PGd120H240A
 L990562296 ROOF TOP LEVEL 14A, 14B

RTU-8  COMFORTMAKER
PGd120H240A
 L991453531 ROOF TOP LEVEL 14A, 14B

 
  
  
  
  
 
FILTERS

 30% PLEATED 41
 
 
 
 

  
  
  
  

875 SIX FLAGS DRIVE, AUSTELL 

SOUTH COBB RECREATION CTR
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CPM EQUIPMENT LISTING - GROUP C
BUILDING:

ADDRESS:
 

Type of Service:  NORMAL

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE

FURNACE  1 TRANE
TUC1008948AC                        
604506189 BASEMENT 35A, 35B

CONDENSER  1 CONCORD
2AC13B36P-2B                        
4609H48207 OUTSIDE 20A, 20B

FURNACE  1 TRANE
TDD040C924AO                       
G13551626 ATTIC 35A, 35B

CONDENSER  1 TRANE
TTRO180100A0                          
G11229238 OUTSIDE 20A, 20B

FURNACE  1 COMFORTMAKER NO # AVAILABLE CRAWL SPACE 35A, 35B

CONDENSER 1 AMAMA
VCA42C2A                              
0308109879 OUTSIDE 20A, 20B

FURNACE  1 AMAMA
BBC60A2A                              
0107108925 BARN APARTMENT 35A, 35B

CONDENSER  1 AMAMA
RHE36A2D                              
0110123416 BARN APARTMENT 20A, 20B

 
  

SPLIT SYSTEM 4 TON 1
YELLOW HOUSE 
TRAIL 14A, 14B

 
 
 
 
 
 
FILTERS 30% PLEATED 41
 
  
  
 
 
  
  
  
  

STOUT COMMUNITY CENTER
5315 BROWNSVILLE RD., POWDER SPRINGS
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CPM EQUIPMENT LISTING - GROUP C
BUILDING:

ADDRESS:

Type of Service:  NORMAL

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE

FURNACE  1 THERMAL ZONE
T2HSA36175A                         
M320802911 ROOT CELLAR 35A, 35B

CONDENSER  1 THERMAL ZONE
T2PA-336-2A                           
2662N310809342 OUTSIDE 20A, 20B

 
  
  
 
 
  
  
  
  
 
FILTERS

 30% PLEATED 41
 
 
 
 

  
  
  
  

STOUT PARK
5420 STOUT PARKWAY, POWDER SPRINGS
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CPM EQUIPMENT LISTING - GROUP C
BUILDING:

ADDRESS:
 

Type of Service:  NORMAL

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE

CONDENSER  TRANE
TTR024C100A0
H20245715 20A, 20B

AIR HANDLER  35A, 35B
 

 
 
  
  
  
  
 
FILTERS

 30% PLEATED 41
 
 
 
 

  
  
  
  

2447 CLAY ROAD, AUSTELL

SWEETWATER PARK CONCESSIONS
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CPM EQUIPMENT LISTING - GROUP C
BUILDING:

ADDRESS:
 

Type of Service:  NORMAL

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE

PACKAGE UNIT  1 CARRIER
48LJD008610
4992589106 GROUND 14A,14B

HOT WATER HEATER 4 GAL. RHEEM 240V. ELECTRIC 62V-400 R-0183M6613 MECHANICAL RM 121A,121B
 

 
 
 
 
 
 
 
 
  
  
 
 
  
  
  
  
 
FILTERS

16X20X2 1 30%PLEATED GROUND 41
 
 
 
 

  
  
  
  

SWEETWATER TENNIS CENTER
2447 CLAY ROAD, AUSTELL
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CPM EQUIPMENT LISTING - GROUP C
BUILDING:

ADDRESS:
 

Type of Service:  NORMAL

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE
PKG. UNIT - PROPANE 
FUEL  1 CARRIER

48LJE009600
4391C45403 GROUND 14A,14B

ALL CONTROLS  VARIES VARIES 100C

HOT WATER HEATER 40 GAL AO SMITH
FSG40217
ME9F0037738-217 MECHANICAL RM 121A,121B

 
 
 
 
 
 
 
 
  
  
 
 
  
  
  
  
 
FILTERS

16X20X2 30% PLEATED GROUND 41
 
 
 
 

  
  
  
  

TERRELL MILL TENNIS CENTER
480 TERRELL MILL ROAD
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CPM EQUIPMENT LISTING - GROUP C
BUILDING:

ADDRESS:

Type of Service:  NORMAL

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE
WATER HEATER 84 GAL 1 AO SMITH MJ890045314-880 BT181880 MECHANICAL RM 121A,121B
EXHAUST FAN  3 SNYDER GENERAL NO # ROOF 50F,50G
AIR COMPRESSOR 60 GAL 1 EXCELL COMPL. XL13260151V515994 OUTSIDE IN FENCE 122A,122B
SPACE HEATER 3.3KW 1 HARLEY ELECTRIC HUH-34-8.SA N0 SERIAL # MECHANICAL RM 36A, 36B
SPACE HEATER 3.3KW 1 HARLEY ELECTRIC HUN-34-85.A NO SERIAL # MECHANICAL RM 36A, 36B
EXHAUST FAN SNYDER GENERAL NO # ROOF 50F, 50G
EXHAUST FAN  SNYDER GENERAL NAME PLATE FADED ROOF 50F, 50G
EXHAUST FAN  SNYDER GENERAL CANNOT READ PLATE ROOF 50F, 50G

RTU-4 1 LENNOX
GC516-653-125-IG 
S#5491E01398 ROOF 14A, 14B

RTU-1  1 LENNOX
GCS16-513-125-IG S#NONE 
SHOWN ROOF 14A, 14B

RTU-5  1 LENNOX
GC516-653-125-IG S# 
5491E01399 ROOF 14A, 14B

RTU-2 1 LENNOX
GCS16-1853-330-IG 
S35691D01117 ROOF 14A, 14B

RTU-3 1 LENNOX
GCS16-1853-330-IG 
S#5691D011116 ROOF 14A, 14B

RTU-6 1 LENNOX
GSC161353270-6G 
S#5691H00455 ROOF 14A, 14B

ALL CONTROLS VARIES VARIES VARIES 100C

RTU-7 1 LENNOX
GCS16-1353-270-6G
 S#5691C00260 ROOF 14A, 14B

  
 
FILTERS
RTU1 ROOF 1 20X25X1 30% PLEATED 41
RTU2 ROOF 4 24X24X2 30% PLEATED 41
RTU3 ROOF 4 24X24X2 30% PLEATED 41
RTU4 ROOF 1 18X25X1 30% PLEATED 41
RTU5 ROOF 1 20X25X1 30% PLEATED 41
RTU6 ROOF 4 16X25X2 30% PLEATED 41
RTU7 ROOF 4 16X25X2 30% PLEATED 41
  
  

THE ART PLACE - MT. VIEW
3330 SANDY PLAINS ROAD, MARIETTA
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CPM EQUIPMENT LISTING - GROUP C
BUILDING:

ADDRESS:
 

Type of Service:  NORMAL

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE

SPLIT SYSTEM  CARRIER
FB4ANF060
5100A6550-9 14A, 14B

SPLIT SYSTEM  CARRIER
FB4ANF060
5100A76699 14A, 14B

 

 
 
 
 
 
 
 
  
  
 
 
  
  
  
  
 
FILTERS

 30% PLEATED 41
 30% PLEATED 41
 
 
 

  
  
  
  

3330 SANDY PLAINS ROAD

THE ART STATION - BIG SHANTY PARK
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CPM EQUIPMENT LISTING - GROUP C
BUILDING:

ADDRESS:
 

Type of Service:  NORMAL

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE

FURNACE 80K BTU 1 FEDDERS CUG080NZD
MECHANICAL 
ROOM 35A, 35B

FURNACE 80K BTU 1 FEDDERS CUG080NZD
MECHANICAL 
ROOM 35A, 35B

CONDENSER 2 TON 1 YORK
24UF12B
 FM136193 OUTSIDE 20A, 20B

CONDENSER 2 TON 1 YORK
24UF12B
 FM136188 OUTSIDE 20A, 20B

FURNACE 160K BTU 1
HAS160AL5-K37
 135709

MECHANICAL 
ROOM 35A, 35B

FURNACE 125K BTU 1 GOODMAN GU1125-5A
MECHANICAL 
ROOM 35A, 35B

CONDENSER 12 TON 1 BRYANT
120-566
 10C205582 OUTSIDE 20A, 20B

  
 
  
  
 
 
  
  
 
FILTERS

FURNACE #1 16x25x1 30% PLEATED
MECHANICAL 
ROOM 41

FURNACE #2 16x25x1 30% PLEATED
MECHANICAL 
ROOM 41

FURNACE #3 16x25x1 30% PLEATED
MECHANICAL 
ROOM 41

 
 

  
  
  

555 NICKAJACK ROAD, MABLETON 

THOMPSON PARK COMMUNITY CTR
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CPM EQUIPMENT LISTING - GROUP C
BUILDING:

ADDRESS:
 

Type of Service:  NORMAL

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE

CONDENSER  TRANE
TWV018B140A1
L03384800 OLD SIDE 20A, 20B

AIR HANDLER  35A, 35B
 
 
 
 
 
 
 
  
  
 
 
  
  
  
  
 
FILTERS

 30% PLEATED 41
 
 
 
 

  
  
  
  

TRAMORE PARK CONCESSIONS
2150 EAST-WEST CONNECTOR, MARIETTA

g:/users/common/cpm Page No:  61    



CPM EQUIPMENT LISTING - GROUP C
BUILDING:

ADDRESS:
 

Type of Service:  NORMAL

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE

ROOF TOP UNIT  4 CARRIER
48HDF008500
S #428602754 ROOF 14A, 14B

  S #428602755 ROOF 14A, 14B
  S #428602759 ROOF 14A, 14B
  S #428602760 ROOF 14A, 14B
  

SPLIT SYSTEMS 3 CARRIER
38TG060510
S #2089335454 GROUND 14A, 14B

  S #2489E36679 GROUND 14A, 14B
  
 
  
  
  
 
FILTERS

 30% PLEATED UNIT 41
 30% PLEATED UNIT 41
 30% PLEATED UNIT 41
 30% PLEATED UNIT 41
 30% PLEATED UNIT 41

  30% PLEATED UNIT 41
  
  
  

WARD RECREATION CTR
4845 DALLAS HIGHWAY, POWDER SPRINGS

g:/users/common/cpm Page No:  62    



CPM EQUIPMENT LISTING - GROUP C
BUILDING:

ADDRESS:
 

Type of Service:  NORMAL

EQUIPMENT SIZE QTY. MANUFACTURER MODEL/SERIAL NO. LOCATION SCHEDULE

CONDENSER  GOODMAN MANUFACTURING
CK30-1B
9409090913 HOUSE 20A, 20B

HEATER UNIT  
H-36F
9409108651 UNDER HOUSE 35A, 35B

 
 

 
  
  
  
  
 
FILTERS

 30% PLEATED 41
 
 
 
 

  
  
  
  

WOODRUFF COTTAGE
1792 COUNTY SERVICES PKWAY, MARIETTA
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